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Abstract:  In  assessing  the  lightning  performance  of  a  transmission  line  with  an 
Electromagnetic Transient (EMT) approach, the representation of the earthing system 
or  tower  footing  can have a major  impact on  the  simulation  results.  In  this paper, a 
practical circuit for a direct implementation into an EMT software is presented, which 
uses a minimum of  input parameters  to represent a common four rod tower  footing 
arrangement.  Based  on  an  available  description  of  the  frequency‐dependency  of  a 
single rod in soil and a description of the ionization in soil for a single rod, a combined 
circuit model is developed for a tower earthing arrangement with four rods in a square 




In  the  majority  of  performed  studies  to  determine  the  lightning  performance  of  a 
transmission line, a simple resistance model or variable resistance model  is used [1]–
[4].  This  originates  from  the  fact  that  in  practice  transmission  codes  state  tower 
footing  requirements  (combined  soil  and  electrode)  as  a  resistance  at  power 





However,  several  studies  show  that  the  frequency‐dependency  of  soil  has  a  major 
influence on the back‐flashover rate of insulators and therefore should be included in 
lightning  simulations  [7],  [8].  Furthermore,  several  studies  show  that  the  lightning 
performance of  a  tower  is  also  very  sensitive  to  the  soil  ionization process  [9],  [10]. 
Therefore  these  effects  should  also  be  included  in  simulations  of  lightning  strikes  to 
transmission lines. To simulate the behaviour of an earthing system subject to lightning 
impulses, models available  in the  literature are either based on electromagnetic field 
theory  (EMF)  [11]–[15],  such  as  finite  element  methods  (FEM)  and  Method  of 
Moments  (MoM),  transmission  line  (TL)  [16]  or  circuit  theory  [17].  Although  EMF‐
based methods are the most accurate, computation time and complexity hinders the 
fast and simple simulation of a whole transmission line [18], but they are often used to 
verify  circuit  approaches  or  derive  parameters  for  circuit  elements,  such  as  the  pi‐
circuit based on EMF simulation results fitting in [19]. All these modelling approaches, 
lack the ease of a direct utilization in EMT simulations with a few input parameters.  
In  this  paper,  a  practical  model  for  tower  foundations  using  so‐called  mini‐piles  is 
investigated, which are commonly employed in dense or rocky soil. This arrangement 
can  be  modelled  with  a  four‐rod  in  a  square  arrangement  which  features  a  high 





arrangement.  Since more  than one  rod  is  considered,  a mathematical  description of 
both  the dynamic mutual  coupling  as well  as  the dynamic merging of  the  ionization 
















rod  shaped  electrode  can  be  modelled  as  a  hemispherical  electrode  shape  with 
reasonable accuracy in (3), where A is the electrode surface area in m2.  
Πଵ ൌ ௦ோబఘ   (1) 
Πଶ ൌ ఘூா೎௦మ  (2) 






Πଵ ൌ 0.2631 ∙ Πଶି ଴.ଷ଴଼ଶ  (4) 
The  resistive  behaviour  is  now established with  (1)  and  (3)  until Πଵ  in  (4)  is  greater 
than Πଵ଴ in (3), which is the criterion for the start of the ionization process. For a four 


















ܴி ൌ ோబටଵା ಺಺೎
  (7) 





remains  difficult.  In  [29],  various  measurements  are  summarized  and  re‐evaluated, 
which leads to a resistivity‐dependent breakdown electric field strength ranging from 
400 kV/m for 10 Ωm to 1750 kV/m for 10000 Ωm. For (2) an average of 1000 kV/m or 
the  resistivity‐dependent breakdown electric  field  strength  from  [29]  is  proposed.  In 
[30]  an  investigation  into  previous  experiments  reported  breakdown  electric  field 
strength  is performed, which concludes to apply a value  in the range of 300 kV/m to 
400 kV/m. Other  researchers  [31],  [32]  confirm  a  value  in  the  range  of  300 kV/m  to 
400 kV/m, which is also the recommendation by CIGRE [27]. 
2.3 Shell	Single	Rod	Ionization	Model	
A more  elaborate  soil  ionization model  for  rods  is  based  on  the  simplified  physical 




As  illustrated  in  Fig.  1,  the  ionization  process  starts  at  the  rods  surface,  where  the 
current density is the highest and streamers propagate in the direction away from the 
electrode until  the electric field strength drops below the breakdown value [30]. The 
ionized  zones  in  soil  around  the  electrode  increase  the  electrodes  radius  [27]  and 
decrease  the  grounding  system’s  resistance  [28],  [35].  For  high  soil  resistivity  the 
ionization process is more pronounced than for low soil resistivity [36].  In contrast to 
the  sole  current‐dependent  ionization  models  in  section  2.1  and  2.2,  this  model 
features an additional time‐ or waveshape‐dependency. 
 Fig. 1 Illustration of ionization and de‐ionization zones of a rod electrode [37] 
The  mathematical  description  of  a  shell  around  the  rod  with  radius  ܽ  in  m  in  (9) 
together  with  the  various  soil  resistivities  of  each  region,  ionized,  de‐ionized  and 
normal soil, enables the calculation of the total variable resistance. 















 The  regions  of  ionization  and  de‐ionization  are  assumed  to  be  uniform  as 
shown in Fig. 1 and the resistivity in these regions is time‐varying. 
The three different regions in Fig. 1 are calculated with soil resistivities in (10), where 
ݐ௜  is  the  onset  time  of  ionization  and  ߬௜  the  ionization  constant  and  ݐௗ  is  the  de‐
ionization onset time, ߬ௗ the de‐ionization constant, all in unit seconds, and ߩ௠ the soil 
resistivity at the onset of de‐ionization in Ωm.  
Region 1:      ߩ݅ ൌ ߩݏ݋݈݅ ∙ ݁
െݐ݅
߬݅ ܬ ൒ ܬܿ ݎݎ݋݀ ൏ ݎ ൑ ݎ݅ 
Region 2:    ߩ݀ ൌ ߩ݉ ൅ ൫ߩݏ݋݈݅ െ ߩ݉൯ ቀ1 െ ݁
െݐ݀
߬݀ ቁ ቀ1 െ ܬ
ܬܿ
ቁ2 ܬ ൏ ܬܿ ݎ݅ ൏ ݎ ൑ ݎ݀  (10) 






























ρ଴,  ε଴and  μ଴  are  the  low‐frequency  soil  resistivity  in  Ωm,  permittivity  in  F/m  and 
permeability in H/m. 
 Fig.  2  Equivalent  RC‐circuit  for  frequency‐dependent  low‐current  earthing  rod 
modelling 
ܭ ൌ ଵଶగ௟ ln
௟ା௥
௥   (13) 
ܴ଴ ൌ ρ଴K  (14) 




The  impulse  resistance  ܴ௜  is  calculated  according  to  [38],  [39]  for  the  case  of  the 
sending end voltage neglecting damping for short rod arrangements in (17). 
ܴ௜ ൌ 3ܼ଴ ∙ ቀexp ቀെ ௓బோబቁቁ
ଶ  (17) 
The high‐frequency circuit  is calculated with  (18)  to  (20) at  ௛݂ ൌ 100	kHz due to the 
range of  rise‐times of  first negative  lightning strike current  in  the microsecond range 
[40] using the frequency‐dependent soil formulas from (21) and (22) to determine soil 
resistivity ߩ௥ሺ ௛݂ሻ ൌ ఘఘబ and permittivity ߝ௥ሺ ௛݂ሻ. 
߬௛ ൌ ߩ଴ߩ௥ሺ ௛݂ሻߝ଴ߝ௥ሺ ௛݂ሻ  (18) 
ܴ௛ ൌ ܴ଴ ∙ ߩ௥ሺ ௛݂ሻ െ ܴ௜  (19) 
ܥ௛ ൌ ఛ೓ோ೓  (20) 
The  frequency‐dependent  formulas  for  soil  resistivity  and  permittivity  from  [41]  are 
utilized in (21) and (22), which satisfy the Kramers–Kronig relationship and represent a 
causal model in comparison to the formulas used in [38]. 




ߝ௥ ൌ ߝ௥ஶ ൅ ୲ୟ୬ሺగఊ/ଶሻ∙ଵ଴
షయ
ଶగఌబሺଵெு௭ሻം ߪ଴ ∙ ݄ሺߪ଴ሻ݂
ఊିଵ  (22) 
ߪ  is  the  soil  conductivity  in mS/m, ߪ଴  the  low‐frequency  soil  conductivity  (100Hz)  in 
mS/m,  ݄ሺߪ଴ሻ ൌ 1.26 ∙ ߪ଴ି ଴.଻ଷ,  f  the  frequency  in  Hz,  ߛ ൌ 0.54,  ߝ௥  the  relative 
permittivity,  ߝ௥ஶ ൌ 12  the  relative  permittivity  at  high  frequencies  and  ߝ଴ ≅ 8.854 ∙
10ିଵଶF/m, the vacuum permittivity. 
The  low‐frequency  circuit  is  calculated  with  (23)  to  (25)  at  ௟݂ ൌ 100	Hz,  the  lowest 
possible value for equation in (19) and (20) for determination of ߩ௥ሺ ௟݂ሻ and ߝ௥ሺ ௟݂ሻ. 
߬௟ ൌ ߩ଴ߝ଴ߝ௥ሺ ௟݂ሻ  (23) 
ܴ௟ ൌ ܴ଴ െ ܴ௜ െ ܴ௛  (24) 




ܴ௜  of  the  described  frequency‐dependent model.  However,  the  presented  ionization 
models are all based on the calculation of the steady‐state resistance ܴ଴, rather than 
the  initial  surge  resistance.  Therefore,  a  decrease  of ܴ௜  will  not  result  in  the  same 




certain  threshold,  the change of  resistance with  respect  to  the  frequency‐dependent 
part of the circuit does not affect the overall behaviour. To incorporate soil ionization 





towers  is  investigated.  Since  a  mini‐pile  tower  foundation  comprises  four  steel‐
reinforced  cores,  each  encased  in  concrete  and  electrically  connected  through  the 
tower feet, it is decided to simplify this arrangement to a rod‐like geometry. Although 
the  concrete,  which  encases  the  steel  reinforcement,  has  a  different  soil  resistivity 
than  the  surrounding  soil,  this  effect  is  neglected.  In  [42]  formulas  are  provided  to 
include  this effect, but as  shown  [43]  the  impedance of  concrete  is  lower  than most 
soil  and  thus  the  simplification  is  a  worst‐case  approximation.  The  geometry  and 









and  the  four  rods  are  electrically  connected  in  parallel  at  the  tower  base,  the 
mathematical  calculation  of  the  frequency‐dependent  circuit  remains  the  same  but 
considers  the  mutual  coupling  between  the  four  rods  in  (26),  replacing  (13)  in  the 
frequency‐dependent circuit calculation. 
ܭ ൌ ଵ଼గ௟ ቌ4 ln
௟ା௥













For  the  ionization  phenomenon  Liew  and  Darveniza  [25]  already  proposed  an  area 
criterion in (27) to (29) for the four rod arrangement in Fig. 3. 





There,  the  cylindrical  and  sphere  shape  surfaces  of  the  ionization  zones  can  be 
described with (28) and (29), where ߠ ൌ cosିଵ ௗଶ௥. 
ܣଵ ൌ 2ߨݎ݈ ݎ଴ ൏ ݎ ൑ ݀/2
ܣଵ ൌ ሺ2ߨ െ 4ߠሻݎ݈ ݀/2 ൏ ݎ ൑ √2݀/2
ܣଵ ൌ ቀଷଶ ߨ െ 2ߠቁ ݎ݈
√ଶௗ
ଶ ൏ ݎ ൑ ∞
  (28) 
ܣଶ ൌ 2ߨݎଶ ݎ଴ ൏ ݎ ൑ ݀/2
ܣଶ ൌ ߨݎ݀ ݀/2 ൏ ݎ ൑ √ଶௗଶ
ܣଶ ൌ ߨݎ݀ ൅ ݎଶߠሺsin ߠ െ cos ߠሻ √ଶௗଶ ൏ ݎ ൑ ∞
  (29) 
To  determine  the  expansion  of  the  ionization  areas  of  the  four  rod  arrangement  a 
dynamic calculation of  the  ionization radius  is necessary. The  ionization radius needs 




௬௜௘௟ௗ௦ሱۛ ۛۛሮ 	ܬ ൌ ூସ∙஺ೝ೚೏
௬௜௘௟ௗ௦ሱۛ ۛۛሮ ܬ ൌ ூସ∙ሺ஺భା஺మሻ  (30) 
Up to ݀/2 in Fig. 3, the ionization radius is calculated for each rod separately. At ݀/2 
the  ionization areas merge and  thus  the  ionization area needs  to be  adjusted.  From 
√2݀/2  onwards  the  total  ionization  area  only  expands  at  the  outer  borders  until 
infinity, which is the similarity case of a sphere electrode. 
Solving (30) for the case of ݎ଴ ൏ ݎ ൑ ݀/2, the radius can easily be determined with the 
2nd order equation in (31). The formula is the same as for a single rod, adjusted with a 
division of the current by four. 
ݎଵ ൌ ଵଶ ൬െ݈ ൅ ට݈ଶ ൅
ூ
ଶగ௃೎൰  (31) 
Although  Liew  and  Darveniza  [25]  provides  the mathematical  description  for ݀/2 ൏
ݎ ൑ √2݀/2, the arising problem with the solution of the resulting equation due to the 
arccosine description of the angle  in (32) is not addressed. 
2ߨݎ݈ െ 4ݎ݈ߠ	 ൅ ߨݎ݀ െ ூସ௃೔೚೙ ൌ 0  (32) 
A  plot  of  ݀/2 ൏ ݎ ൑ √2݀/2	  as  an  input  to  (32)  and  inverse  of  axis  shows  the 
mathematical  problem  in more  detail  in  Fig.  4  with  an  example.  The  function  ݎଶሺܫሻ 
would feature two y‐axis values for one x‐axis value, which prevents a direct solution 
and an approximation has to be determined. As noticed in Fig. 4, the increase in radius 
is  approximately  linear with high  soil  resistivities.  Furthermore,  the expansion of  the 
radius up to ݀/2 demands higher currents with increasing soil resistivity. 
 
Fig.  4  Ionization  current  vs  radius  for  four  rods  in  parallel,  ݀ ൌ 8 m,  ݎ௥௢ௗ ൌ 0.1 m, 
݈௥௢ௗ ൌ 3 m and ܧ௖ ൌ 400 kV/m in the range ݀/2 ൏ ݎ ൑ √2݀/2 
Since  the  highest  lightning  stroke  currents  are  in  the  range  of  350 kA  [44]  and  are 
distributed among shield wires and tower footing, only soil resistivities above 2500 Ωm 
in this configuration feature a merging of ionization zones. Therefore a linearization of 
the radius with a first order function  is  justified  in this case. Solving (32) for ݎ ൌ ݀/2 
and ݎ ൌ √2/2	݀ gives the two points for linearization in (33). 
ݎ ൌ ௗଶ 2ߨܬ௜௢௡ሺ݀ଶ ൅ 2݈݀ሻ ൌ ܫ
ݎ ൌ √ଶଶ ݀ 2√2ߨܬ௜௢௡ሺ݈݀	 ൅ ݀ଶሻ ൌ ܫ
  (33) 
The ionization radius ݎଶሺܫሻ is then calculated by determination of the slope and offset 





Furthermore,  for ݎ ൐ √2݀/2  a  linearization of  the equation  to  solve  for  radius ݎଷ  in 
(35) is necessary. 
ቀଷଶ ߨ െ 2ߠቁ ݎ݈ ൅ 2ߨݎଶ cos ߠ ൅ ݎଶߠሺsin ߠ െ cos ߠሻ െ
ூ
ସ௃೔೚೙ ൌ 0  (35) 
A plot of ሺ√2	݀ሻ/2		 ൏ ݎ ൑ ∞ as an input to (35) and inverse of axis in Fig. 5 shows the 
curve  progression  for  three  soil  resistivities  for  an  example  configuration.  For  the 




Fig.  5  Ionization  current  vs  radius  for  four  rods  in  parallel,  ݀ ൌ 8 m,  ݎ௥௢ௗ ൌ 0.1 m, 
݈௥௢ௗ ൌ 3 m and ܧ௖ ൌ 400 kV/m in the range ሺ√2	݀ሻ/2 ൏ ݎ ൑ ∞ 
Derived  from the  trend of a  linear progression of  ionization  radius  in dependency of 
the  current  for  higher  soil  resistivities  and  necessary  higher  currents  to  achieve  the 
same  ionization radius  for  lower soil  resistivities,  the starting value of ሺ√2	݀ሻ/2	 and 
the distance ݀ are chosen for linearization. With the linearization points ݎ ൌ ݀ in (36) 
and  ݎ ൌ √2/2	݀  in  (35),  the  slope  and  offset  can  be  determined  as  in  the  previous 
case. 










ݎଷ ൌ ூି௧௠   (37) 






ଶቁቇ െ 2√2ߨܬ௜௢௡ሺ݈ ൅ ݀ሻ൱ / ቀ1 െ
√ଶ
ଶ ቁ  (38) 

















sphere parts  for a practical example  is shown  in Fig. 6  in dependency of the  injected 
current. 
 
Fig.  6  Ionization  current  vs  radius  for  four  rods  in  parallel,  ݀ ൌ 8 m,  ݎ௥௢ௗ ൌ 0.1 m, 
݈௥௢ௗ ൌ 3 m, ߩ ൌ 10000 Ωm and ܧ௖ ൌ 400 kV/m  
The plot shows the effect of the merging of the four different ionization zones, as from 
the  intersection of radius ݎଵ and ݎଶ nearly no  increase of the radius  is achieved. At a 
point  where  all  four  ionization  zones  fully  merge  into  one,  the  increase  is 
approximately  equivalent  to  the  increase  of  a  sphere  electrode  as  discussed  in  the 
similarity approach. 
The  practical  implementation  of  the  developed  formulation  of  the  merging  of 
ionization zones into the frequency‐dependent circuit however faces some challenges 
when  (27)  is applied  to an EMT calculation. Due to  the nature of  the  integral  in  (27) 
and the dynamic  ionization radi calculation, a sum of up to nine integrals, each using 
the trapezoidal rule to calculate the areas of ionization, deionization and no ionization 
for  each  tower  foot  has  to  be  calculated  for  each  time‐step  in  the  simulation.  In  a 
Monte‐Carlo  simulation  with  a  considerable  number  of  towers  this  leads  to  a 
significant increase in simulation time. 
Therefore,  in  this  work,  an  alternative  model  is  proposed  to  calculate  the  dynamic 
resistance  of  a  four  rod  in  a  square  arrangement  with  (26),  which  includes  the 




of  the  equation  describing  the  single  rod  in  (26)  is  replaced  with  (11)  and  the 
mathematical  description  of  the  radi  from  (31),  (34)  and  (37)  is  applied  for  the 
expanding ionization zone. 







To  validate  the  implementation of  the developed  calculation  routine  and  investigate 
the difference  to  the similarity approach and CIGRE soil  ionization model,  simulation 
results from Nixon et al. [37] are utilized, which feature realistic lightning waveshapes 
in  lab  tests  (3.5‐5/10‐14 µs  at  5/29 kA)  and  feature  a  good  agreement  with  original 











For  the  similarity  approach  and  CIGRE  model  the  recommended  1000  kV/m  and 
400 kV/m critical electric field strength are applied in the model. Nixon et al. [33] (11) 
verified his model with two applied current waveforms to a single rod, as depicted in 
Fig. 7,  implemented  in PSCAD/EMTDC. The resulting resistance of the model and,  for 
comparison, the similarity approach and CIGRE model is plotted in Fig. 8. 
 Fig.  7  Current  waveforms  used  in  lab  investigation  in  [37],  implemented  in 
PSCAD/EMTDC 
 
Fig.  8  Simulation  results  from  PSCAD/ETMDC  of  soil  ionization  models  according  to 
Nixon et al. [37], similarity approach [24] and CIGRE [26] for a single rod 
A comparison of the simulation results for the Nixon model to its reference [37] shows 
that  only  marginal  differences  to  the  PSCAD/EMTDC  implementation  exist.  These 
differences are attributed to the waveform generation. Furthermore, a comparison of 
the similarity approach, CIGRE and shell model resistance progression in the simulation 
in  Fig.  8  reveals  that  the  similarity  approach  and  CIGRE  models  initial  resistance 
decrease is more progressive than in Nixon’s model. This originates from the modeling 
of  the  ionization  and  de‐ionization  process  in  the  shell model.  However,  the  overall 
reduction of resistance is more pronounced in Nixon’s model afterwards. This is due to 









the  ionization  model  in  the  low  current  impulse  range,  measurement  results  of  an 












Fig.  9  Validation  of  frequency‐dependent model  according  to  Sekioka  [31]  and  shell 
ionization model [37], lightning impulse to single rod in 160 Ωm soil 
A comparison of  the PSCAD/EMTDC simulation  results  to  the  reference  [31]  shows a 
good  agreement.  Therefore,  it  can  be  concluded,  that  the  adjusted  frequency‐
dependent model in combination with the shell ionization model can be used to model 
both soil  ionization and  frequency‐dependent behaviour of  single  rods. Furthermore, 





a merging of  the  ionization zones. However verification on the basis of  the similarity 
and  the  CIGRE  model  can  be  accomplished  and  the  overall  influence  on  resulting 
voltage  assessed.  The  simulation  results  for  a  negative  first  and  subsequent  stroke 
[46], applied to the developed model of merging ionization zones of a practical tower 
footing configuration are shown in Fig. 10 and Fig 11.  
 Fig.  10  Simulation  results  of  median  strokes  to  advanced  frequency‐dependent  soil 
model with  ionization  for  four  rods  in parallel, ݎ௥௢ௗ ൌ 0.1 m,  ݈௥௢ௗ ൌ 3 m, d=8 m, ߩ ൌ
10000 Ωm  
 Fig.  11  Simulation  results  of  severe  strokes  to  advanced  frequency‐dependent  soil 
model with  ionization  for  four  rods  in parallel, ݎ௥௢ௗ ൌ 0.1 m,  ݈௥௢ௗ ൌ 3 m, d=8 m, ߩ ൌ
10000 Ωm  
The  comparison  of  progression  of  resistance  for  CIGRE,  similarity  approach  and  the 
developed model for a negative first stroke shows a very similar behaviour with regard 
to  the  reduction of  resistance.  For  the negative  subsequent  stroke  the  time delay  in 
the  shell  model  is more  dominant,  leading  to  a  slower  reduction  in  resistance  over 
time.  However  the  minimum  resistance  value  is  very  similar  to  the  other  models. 
Furthermore, the resistance progression of the similarity approach and the developed 





In  this  paper,  an  extension  to  the  Nixon  ionization  model  for  earthing  rods  is 
developed, which takes into account the merging of ionization zones in practical tower 
earthing  systems  with  four  rods  at  higher  soil  resistivities  or  higher  currents. 
Furthermore,  based  on  Sekioka’s  circuit  approach  to  model  the  soil  frequency‐
dependency of earthing  rods, a  rod model  considering  frequency‐dependency of  soil 
and ionization effect is developed. Based on measurements found in the literature, the 
developed model  is  verified with  simulations  in PSCAD/EMTDC. A  comparison of  the 
developed  model  to  the  CIGRE  and  similarity  approach  model  is  performed  for 
verification purpose of the tower footing with four rods, because no measurements at 
higher  soil  resistivities  are  available  in  the  literature.  The  tower  configuration  of  an 
extreme case, where merging of  the  ionization zones  takes place,  shows  that CIGRE, 
similarity  approach  and  the  developed  model  in  this  work  show  a  very  similar 
behaviour for first strokes. For higher currents the similarity approach and developed 
model resistance progression converge due to the merge of ionization zones forming a 
hemispherical  shape.  For  subsequent  strokes  the  minimum  resistance  value  during 
ionization  is  also  very  similar  for  all  three models,  but due  to  the  incorporated  time 
delay in the developed ionization model, the reduction of resistance is slower and thus 
overvoltages  at  insulators  are  higher.  Especially  this  phenomenon  is  pronounced  for 
severe  strokes with a very  short  rise‐time. From this  it  can be concluded  that  in  the 
simulation  of  subsequent  strokes  to  an  overhead  line  using  the  developed  tower 
footing model, the resulting initial overvoltages at the insulator strings are higher than 
those  where  the  CIGRE  or  similarity  approach  model  is  taken  into  account.  This  is 
aligned with conclusions in [47], where it is concluded that the tower grounding model 




model with  regard  to  subsequent  strokes  and maintains  the  expected behaviour  for 
first  strokes.  Furthermore,  due  to  the  simplified  description  of  the  four  rod 
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